
 
 
 
 
 

Manitoba Fire Code 

 
2.1.3.3. Smoke Alarms 

 

 

1)  Smoke alarms conforming to CAN/ULC-5531, "Smoke Alarms,"shall be installed 

in each dwelling unit and, except for care,treatment or detention occupancies required to I , 
I 

have a fire alarm system, in each sleeping room not within a dwelling unit. 
 

2)  Smoke alarms within dwelling rmits shall be installed between each sleeping area 

and the remainder of the dwelling unit,and where the sleeping areas are served by 

hallways, the smoke alarms shall be installed in the hallways. 

3)  Smoke alarms shall be installed in conformance with CAN/ULC-S553, 

"Installation of Smoke Alarms." 
 

4)  Smoke alarms are permitted to be battery operated. 
 

  


